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EXIT DOOR 2A
EXIT LOAD 27
CLEAR EXITWIDTH 38"
EXIT CAPACITY 190
N
|
S [ FEC S
SMOKE COMPARTMENT #2 EAST
SMOKE COMPARTMENT #2 WEST NON-SLEEPING SUITE <10,000 SF
SLEEPING SUITE >5,000 SF S S
OCCUPANTS
OCCUPANTS AREA 6,225 SF
AREA 6,595 SF = = OCCUPANT LOAD FACTOR 100 /
8ggggﬁm tg’,iB FACTOR ;go OCCUPANT LOAD 62
L/ s D
S | | /// 1 ‘.’// //
S S S = S — ¢ . 4 é
FEC EXIT DOOR 2C
EXIT LOAD 31
o 134 CLEAR EXIT WIDTH 38"
/ \ EXIT CAPACITY 190
[ S
S —! F S S S
120 .
\1 'S *
S
S S
—= S
' A
S S | S ' ‘ S
FEC ] \
65 & 63
o EXITDOOR B < FIRE AND LIFE SAFTEY LEGEND
: EXIT LOAD 13
EXIT DOOR 1A CLEAR EXITWIDTH  UNLIMITED i | : OCCUPANCY & EGRESS TYPE RATING REQUIREMENTS
EXIT LOAD 14 EXIT DOOR 2B CAPACITY UNLIMITED 5 = 1104
CLEAR EXIT WIDTH 38" EXIT LOAD 28 B FEC ] ¢ FIRE RESISTIVE BARRIER, 1 HOUR
EXIT CAPACITY 190 CLEAR EXITWIDTH  UNLIMITED 78 O e | O TAF! o4 ——
CAPACITY UNLIMITED | v P FIRE-RATED, SMOKE BARRIER LINE, 1 HOUR
S S S S S F104-86 S SE=
. ( | S SMOKE PARTITION, 0 HOUR
== S S S =k N : VL
’ | R d) @/ — —  SECURITY BOUNDARY (NON—RATED)
2 0CC. CONSTRUCTION TYPE RATING REQUIREMENTS:  NONE
S
S
EXIT PATH
TRAVEL DISTANCE XX’
g EXIT DOOR 2D PATH OF TRAVEL
w EXIT LOAD 31 OCCUPANT LOAD XX’
CLEAR EXIT WIDTH 38"
| |
_ v EXIT CAPACITY 190 OCCUPANT LOAD
' OCCUPANT CLASS HEALTH CARE
SQUARE FOOTAGE 16,880 SF
OCCUPANT FACTOR 100TO 120
SMOKE COMPARTMENT #2 SOUTH
SMOKE COMPARTMENT #1 NON-SLEEPING SUITE >10,000 SF A EXIT INFORMATION
SLEEPING SUITE <5,000 SF OCCUPANTS EXIT DOOR oA
EXIT LOAD 27
OCCUPANTS AREA 600 SF CLEAR EXIT WIDTH 38"
AREA 3,270 SF OCCUPANT LOAD FACTOR 15 EXIT CAPACITY 190
OCCUPANT LOAD FACTOR 120 EXIT DOOR 2E 40 * TIPA%?AE%SE?;EAI;:D
OCCUPANT LOAD 27 EXIT LOAD 44 fj2>
CLEAR EXIT WIDTH 38" INDICATES SIDE 'EXIT' IS ON —
EXIT CAPAC|TY 190 INDICATES WALL MOUNTED — q@j EXIT SIGN WALL MOUNTED;
DIRECTION TO EXIT SEE ES-102 SERIES FOR LOCATIONS
INDICATES SIDE 'EXIT' IS ON —
SMOKE COMPARTMENT #2 DIRECTION TO EXIT «“@ EXIT SIGN CEILING MOUNTED;
INDICATES CEILING MOUNTED 7 SEE ES-102 SERIES FOR LOCATIONS
SMOKE COMPARTMENT #1
\i FIRE ALARM MANUAL PULL STATION
] FEC FIRE EXTINGUISHER CABINET
N.T.S.
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